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Startup/Performance Test Logs  
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AM Mid-day PM 
Operation Date: 3/23/2009 Operators Initials: 1650 2020

Target Flow Mid-Day PM

(GPM) Total Q
Flow 

(GPM) Observ Observ Observ
8 3.57 OK

15 6.98 OK
8

10
8

4

Instrument ID Reading type AM Mid-Day PM
FIT 1009 GPM 43.8 43.5
LIT 1011 FT 20 20
50P1101 ON/OFF ON ON

Flow Meter GPM N/A 0.25
50AFD1101 0 - 100% 48.6 67.9

PI 1111 PSIG 2 3
50P1102 ON/OFF N/A N/A

Flow Meter GPM N/A N/A
50AFD1102 0 - 100% N/A N/A

PI 1112 PSIG N/A N/A
FIT 1110 GPM N/A 55.3
LIT 1131 FT 1.7 1.5
LIT 1211 FT 4 4

SHK 1121A ON/OFF ON ON
SHK 1121A 0 - 100% 50 50
HS 1121 B ON/OFF OFF OFF

SHK 1121C ON/OFF ON ON
SHK 1121C 0 - 100% 50 50

HS 1135 ON/OFF ON ON
PSIG 101` 100

FIT 1137 GPM 75.7 75.6

Description Comments

AM OBSERVATION

Extraction Well EW-2
Extraction Well PW-9

Extraction Well EW-6

Extraction Well PW-6
Extraction Well PW-8

Extraction Well PW-1
Extraction Well PW-2
Extraction Well PW-4
Extraction Well PW-5

DAF Recirc. Pump Discharge Pressure

WYCKOFF GROUNDWATER TREATMENT PLANT

DAF Skimmer Speed

Description Comments

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date: 3/23/2009 Operators Initials: 1650 2020

Target Flow Mid-Day PMAM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

FI 1133 SCFM 110 110
PI 1138 PSIG 66 66

AIT 1245 NTU 23.1 20.4
50P1241 ON/OFF ON ON

Flow Meter GPM 0.5 0.25
50AFD1241 0 - 100% 38 52.9

PI 1292 PSIG 13 15
50P1242 ON/OFF OFF OFF

Flow Meter GPM OFF OFF
50AFD1242 0 - 100% OFF OFF

PI1291 PSIG OFF OFF
50P1251 ON/OFF ON ON
50P1251 0 - 100% 3% 1.5
PI 1251 PSIG 3

50P1252 ON/OFF OFF OFF
50P1252 0 - 100% N/A N/A
PI 1252 PSIG N/A N/A

LIT 1381 FT 2.1 3
50P1251 ON/OFF ON ON

Flow Meter GPM 0.25 0.25
50P1251 0 - 100% 15 81
PI 1391 PSIG 0 8

50P1252 ON/OFF OFF OFF
Flow Meter GPM N/A N/A

50P1252 0 - 100% N/A N/A
PI 1392 PSIG N/A N/A
PI 1282 PSIG 12.5 10

DPI 1231 PSIG 1 1
-- PSIG 86 86

PI 1310 PSIG 12 11
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD

PI 1311 PSIG 11 11

Seal Water flow

Seal Water flow

Seal Water flow

Filter Feed Pump 2 Speed

Froth Pump 1 

Froth Pump 2 

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1

Filter Feed Pump 1 Speed

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

Seal Water flow

DAF Effluent Turbidity

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date: 3/23/2009 Operators Initials: 1650 2020

Target Flow Mid-Day PMAM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

50M1302 LEAD/MID/LAG/OFFLINE MID MID
PI 1312 PSIG 10 10

50M1303 LEAD/MID/LAG/OFFLINE LAG LAG
PI 1313 PSIG 9.8 9.5

50M1304 LEAD/MID/LAG/OFFLINE OFF OFF
PI 1314 PSIG 0 1

50M1305 LEAD/MID/LAG/OFFLINE OFF OFF
PI 1315 PSIG 0 1

FIT 1321 GPM 26.6 44.3
LIT 1331 FT 19.9 20
50P1351 AUTO/ON/OFF AUTO OFF

Flow Meter GPM 0.35
PI 1351 PSIG

50P1352 AUTO/ON/OFF OFF OFF
Flow Meter GPM 135

PI 1352 PSIG
FIT 1371 GPM

-- VISUAL OBSERVATION N/A N/A
-- GAL N/A N/A

LIT 1421 FT N/A N/A
LIT 1441 FT N/A N/A
50P1461 ON/OFF OFF OFF

Flow Meter GPM OFF OFF
PI 1461 PSIG OFF OFF

-- VISUAL OBSERVATION OK OK
40P1501 AUTO/ON/OFF AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO
PI 1504 PSIG N/A N/A

LIT 1521 FT 12.8 12.8
50P1544 ON/OFF OFF OFF

Flow Meter GPM OFF OFF
PI 1544 PSIG OFF OFF

Seal Water flow

Seal Water flow

GAC 5 

Backwash Pump 2 

Product Tank Level

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Seal Water flow

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Level in Effluent Tank 

Backwash Pump 1 Discharge Pressure

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

GAC 3 Discharge Pressure
GAC 4 

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

GAC 4 Discharge Pressure

Containment Area Sump Pump 2

Stormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date: 3/23/2009 Operators Initials: 1650 2020

Target Flow Mid-Day PMAM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

LSHL 1570 FT 5.5 8.1
50P1581 ON/OFF ON ON
50P1582 ON/OFF OFF OFF
PI 1591 PSIG 62.3 63.5

FSL 1620 OKAY/LOW 0 OK
-- AUTO/MANUAL/OFF AUTO AUTO

--- VISUAL OBSERVATION 50% 50%
Polymer Concentration in Storage Tank -- mg/L 0.16 0.16

PI 1641 PSIG 1 1
-- 0 - 100% AUTO AUTO

Polymer Dosage Rate (automatic control only) -- PPM 1 7.1
ON/OFF OFF OFF
0-100% N/A N/A

PIT 1555 PSIG N/A N/A
PI 1466 PSIG 114.6
PI 1650 PSIG 114.6

50M1651 AUTO/MANUAL/OFF OFF
HRS 19757

PSIG OFF
Deg. F OFF

50M1652 AUTO/MANUAL/OFF AUTO
HRS 17856

PSIG 117
Deg. F 138

Compressor Temperature

Total Hours
Compressor Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Rotary Air Blower Discharge Pressure

Plant Water Flow to Polymer System

Plant Water Pump 1
Plant Water Pump 2

Compressor Temperature

Air Compressor System 1

Polymer Storage Tank Level

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Instrument Air Pressure

NOT IN OPERATION

Polymer Panel 
NOT MIXING POLYMER

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM PM 
Operation Date: 3/24/2009 Operators Initials: 15 415 650 1208 1610 1830 2330

Target Flow   

(GPM) Total Q
Flow 

(GPM) Observ Observ Observ Observ Observ Observ Observ
8 4880 3.94 OK OK

15 8810 7.06 OK OK
8 6813 6.4 OK OK

10 6937 5.69 OK OK
8 4446 3.6 OK OK

6525 5.37 OK OK
4 713 3.86 OK OK

5904 4.8 OK OK
2952 2.4 OK OK

Instrument ID Reading type AM AM AM Mid-Day PM PM PM
FIT 1009 GPM 43.4 44 44.1 56.5 56.9 56.7 56.1
LIT 1011 FT 20 20 20 20 20.7 19.2 18.9
50P1101 ON/OFF ON ON ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25 0.25 0.25
50AFD1101 0 - 100% 55 55.9 49 55.1 100% 99.6 85.4

PI 1111 PSIG 5 4
50P1102 ON/OFF OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A N/A
50AFD1102 0 - 100% N/A N/A N/A N/A N/A N/A N/A

PI 1112 PSIG N/A N/A N/A N/A N/A N/A N/A
FIT 1110 GPM 44.4 45.6 44.7 56.6 79.4 79.4 67.4
LIT 1131 FT 1.6 1.7 1.8 1.9 2.3 2.4 2.8
LIT 1211 FT 4 4 4 4 4 4 4

SHK 1121A ON/OFF ON ON ON ON ON ON ON
SHK 1121A 0 - 100% 50 50 50 50 50 50 50
HS 1121 B ON/OFF OFF OFF OFF OFF OFF OFF OFF

SHK 1121C ON/OFF ON ON ON ON ON ON ON
SHK 1121C 0 - 100% 50 50 50 50 50 50 50

HS 1135 ON/OFF ON ON ON ON ON ON ON
PSIG 100 100 100 100 100 100 99

FIT 1137 GPM 75.6 75.6 75.7 75.7 75.1 75.1 75.3
FI 1133 SCFM 110 110 2 2 2 100 110
PI 1138 PSIG 66 66 65 65 63 66 66

AIT 1245 NTU 20.7 20 19.6 19.1 18.1 19.4 18.2
50P1241 ON/OFF ON ON ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25 0.25 0.25
50AFD1241 0 - 100% 49.4 49.6 49 56.5 72.4

PI 1292 PSIG 14 14 21 16.5 26 15 17.5
50P1242 ON/OFF OFF OFF OFF OFF OFF OFF OFF

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

Description Comments

DAF Effluent Turbidity

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

DAF Skimmer Speed

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

Seal Water flow

set point set to 19'

pumped sludge

WYCKOFF GROUNDWATER TREATMENT PLANT

Filter Feed Pump 1

Filter Feed Pump 1 Speed
Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

DAF Recirc. Pump Discharge Pressure

Extraction Well PW-4
Extraction Well PW-5

Extraction Well PW-1
Extraction Well PW-2

Extraction Well PW-8

Description Comments

AM OBSERVATION

Extraction Well EW-2
Extraction Well PW-9

Extraction Well EW-6

Extraction Well PW-6

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM PM 
Operation Date: 3/24/2009 Operators Initials: 15 415 650 1208 1610 1830 2330

Target Flow   

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
Flow Meter GPM N/A N/A N/A N/A N/A N/A N/A

50AFD1242 0 - 100% N/A N/A N/A N/A N/A N/A N/A
PI1291 PSIG N/A N/A N/A N/A N/A N/A N/A

50P1251 ON/OFF ON ON ON ON ON ON ON
50P1251 0 - 100% 2.5 2.5 2.75 2.5 3 3.5 3.5
PI 1251 PSIG 3 3 1.5 2 2 3 3

50P1252 ON/OFF OFF OFF OFF OFF OFF OFF OFF
50P1252 0 - 100% N/A N/A N/A N/A N/A N/A N/A
PI 1252 PSIG N/A N/A N/A N/A N/A N/A N/A

LIT 1381 FT 3 3 3 1.9 2.3
50P1251 ON/OFF ON ON ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25 0.25 0.25
50P1251 0 - 100% 81.4 81.4 81.8 81 82 79.8 78.6
PI 1391 PSIG 8 8 8 8 8 8 8

50P1252 ON/OFF OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A N/A

50P1252 0 - 100% N/A N/A N/A N/A N/A N/A N/A
PI 1392 PSIG N/A N/A N/A N/A N/A N/A N/A
PI 1282 PSIG 10 10.5 14 12 15 14 13

DPI 1231 PSIG 1 1 1.5 1.4 2.4 2 1
-- PSIG 86 86 85 85 85

PI 1310 PSIG 11 12 11 13 19 19 13
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD LEAD LEAD LEAD LEAD LEAD

PI 1311 PSIG 11 12 11 12 14 14 12
50M1302 LEAD/MID/LAG/OFFLINE MID MID MID MID MID MID MID

PI 1312 PSIG 10 11 10 11 13 13 11
50M1303 LEAD/MID/LAG/OFFLINE LAG LAG LAG LAG LAG LAG LAG

PI 1313 PSIG 9.4 9.6 9.5 10 11 13 11
50M1304 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF OFF OFF

PI 1314 PSIG N/A N/A N/A N/A N/A N/A N/A
50M1305 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF OFF OFF

PI 1315 PSIG N/A N/A N/A N/A N/A N/A N/A
FIT 1321 GPM 44.4 45.5 44.4 58.3 80.5 79.5 53.98
LIT 1331 FT 20 20 20 20 20 20 20
50P1351 AUTO/ON/OFF OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A N/A
PI 1351 PSIG N/A N/A N/A N/A N/A N/A N/A

50P1352 AUTO/ON/OFF OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A N/A

PI 1352 PSIG N/A N/A N/A N/A N/A

 

GAC 4 Discharge Pressure

GAC 3 Discharge Pressure
GAC 4 

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

Level in Effluent Tank 

Backwash Pump 1 Discharge Pressure

Backwash Pump 1

Backwash Pump 2 Discharge Pressure

Froth Tank Level

Decant Pump 1 Discharge Pressure

Backwash Pump 2 

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Seal Water flow

GAC 5 

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

Filter Feed Pump 2 Discharge Pressure

Seal Water flow

Filter Feed Pump 2 Speed

Froth Pump 1 

Froth Pump 2 

Seal Water flow

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM PM 
Operation Date: 3/24/2009 Operators Initials: 15 415 650 1208 1610 1830 2330

Target Flow   

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
FIT 1371 GPM N/A N/A N/A N/A N/A N/A N/A

-- VISUAL OBSERVATION N/A N/A N/A N/A N/A N/A N/A
-- GAL N/A N/A N/A N/A N/A N/A N/A

LIT 1421 FT 0.2 0.2 0.2 0.7 0.7 0.7 0.7
LIT 1441 FT 6.2 6.2 6.2 6.5 4.6 4.9 5.5
50P1461 ON/OFF OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM 0.25 0.25 0 0 0.25
PI 1461 PSIG 5.5 5 8

-- VISUAL OBSERVATION N/A N/A N/A N/A N/A N/A N/A
40P1501 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO AUTO AUTO
PI 1504 PSIG 10 10 10

LIT 1521 FT 12.8 13.8 12.8 12.8 12.8 12.8 12.8
50P1544 ON/OFF OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A N/A
PI 1544 PSIG N/A N/A N/A N/A N/A N/A N/A

LSHL 1570 FT 2.9 4.8 2 6.9 7.7 4 4.8
50P1581 ON/OFF ON ON ON ON ON ON ON
50P1582 ON/OFF OFF OFF OFF OFF OFF OFF OFF
PI 1591 PSIG 67 63.4 62.8 63.9 63.5 62.7 63.3

FSL 1620 OKAY/LOW OK OK OK OK OK OK OK
-- AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO AUTO AUTO

--- VISUAL OBSERVATION 50 50 OK OK OK OK OK
Polymer Concentration in Storage Tank -- mg/L 0.16 0.16 0.16 0.16 0.16 0.16 0.16

PI 1641 PSIG 1 1 1 1 1 1 1
-- 0 - 100% 60 60 60 60 60 60 60

Polymer Dosage Rate (automatic control only) -- PPM 7.6 7.8 1 1 1 1 1
ON/OFF OFF OFF OFF OFF OFF OFF OFF
0-100% N/A N/A N/A N/A N/A N/A N/A

PIT 1555 PSIG N/A N/A N/A N/A N/A N/A N/A
PI 1466 PSIG 117.7 114.9 114.3 113.9 116.9
PI 1650 PSIG 117.6 114.8 114.2 113.7 116.9

50M1651 AUTO/MANUAL/OFF OFF OFF OFF OFF OFF OFF OFF
HRS N/A N/A 19756 19756 19756

PSIG N/A N/A N/A N/A N/A N/A N/A
Deg. F N/A N/A 80 80 78 N/A N/A

50M1652 AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO AUTO AUTO
HRS 17857 17858 17859 17860 17861 17861 17863

PSIG 120 118 120 115 115 135 120
Deg. F 150 140 140 130 152 135 140

Polymer Panel 

Stormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

pumped 2' into EQ tank

Air Compressor System 1

Polymer Storage Tank Level

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Containment Area Sump Pump 2

Instrument Air Pressure

Compressor Temperature

Plant Water Flow to Polymer System

Plant Water Pump 1
Plant Water Pump 2

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Rotary Air Blower Discharge Pressure

Backwash Flowrate

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Product Tank Level

Seal Water flow

Compressor Pressure

Air Compressor System 2
Total Hours

Compressor Temperature

Total Hours
Compressor Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM Mid-day PM PM 
Operation Date: 3/25/2009 Operators Initials: 430 630 1400 1650 2000

Target Flow   

(GPM) Total Q
Flow 

(GPM) Observ Observ Observ Observ
8 9459 6.63 OK

15 12843 8.93 OK
8 10695 7.5 OK

10 14440 10.22 OK
8 8471 5.69 OK

9958 6.72 OK
4 5789 4.05 OK

8333 5.6 OK
4627 3.2 OK

Instrument ID Reading type AM AM Mid-Day PM PM
FIT 1009 GPM 55.2 55.1 55.8 56.5 55.4
LIT 1011 FT 19.1 19 18 20.5 19
50P1101 ON/OFF ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.35 0.25 0.25
50AFD1101 0 - 100% 99.6 72.7 100 100 85.8

PI 1111 PSIG 5 3.5 4 4 4
50P1102 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
50AFD1102 0 - 100% N/A N/A N/A N/A N/A

PI 1112 PSIG N/A N/A N/A N/A N/A
FIT 1110 GPM 74.2 58.7 79.3 79.6 77.3
LIT 1131 FT 2.8 2.8 2.7 2.7 2.7
LIT 1211 FT 4 4 4 4 4

SHK 1121A ON/OFF ON ON ON ON ON
SHK 1121A 0 - 100% 50 50 50 50 50
HS 1121 B ON/OFF OFF OFF OFF OFF OFF

SHK 1121C ON/OFF ON ON ON ON ON
SHK 1121C 0 - 100% 50 50 50 50 50

HS 1135 ON/OFF ON ON ON ON ON
PSIG 99 98 98 98 98

FIT 1137 GPM 75.3 75.6 74.5 74.2 74.1
FI 1133 SCFM 110 2 110 2 110
PI 1138 PSIG 66 64 63 62 66

AIT 1245 NTU 18.4 19.6 22.1 20.3
50P1241 ON/OFF ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25

Description Comments

AM OBSERVATION

Extraction Well EW-2
Extraction Well PW-9

Extraction Well EW-6

Extraction Well PW-6
Extraction Well PW-8

Extraction Well PW-1
Extraction Well PW-2
Extraction Well PW-4
Extraction Well PW-5

DAF Recirc. Pump Discharge Pressure

WYCKOFF GROUNDWATER TREATMENT PLANT

Filter Feed Pump 1

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

Seal Water flow

DAF Skimmer Speed

Description Comments

DAF Effluent Turbidity

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM Mid-day PM PM 
Operation Date: 3/25/2009 Operators Initials: 430 630 1400 1650 2000

Target Flow   AM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

50AFD1241 0 - 100% 52.8 57.6 71.7 72% 85.1
PI 1292 PSIG 167.5 22.5 22.5 17

50P1242 ON/OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A

50AFD1242 0 - 100% N/A N/A N/A N/A N/A
PI1291 PSIG N/A N/A N/A N/A N/A

50P1251 ON/OFF ON ON ON ON ON
50P1251 0 - 100% 3.75 3.75 3.75 3.75 3.75
PI 1251 PSIG 2 1.75 1.75 2 3

50P1252 ON/OFF OFF OFF OFF OFF OFF
50P1252 0 - 100% N/A N/A N/A N/A N/A
PI 1252 PSIG N/A N/A N/A N/A N/A

LIT 1381 FT 3 3 2.27 3
50P1251 ON/OFF ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25
50P1251 0 - 100% 78.9 79.5 77.5 15% 78.6
PI 1391 PSIG  8 8 0 8

50P1252 ON/OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A

50P1252 0 - 100% N/A N/A N/A N/A N/A
PI 1392 PSIG N/A N/A N/A N/A N/A
PI 1282 PSIG 14 11 15 15 11.4

DPI 1231 PSIG 2.5 1.2 2 1.9 1
-- PSIG 85 85 85 85

PI 1310 PSIG 19 13 18 18 11
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD LEAD LEAD LEAD

PI 1311 PSIG 14 13 18 18 11
50M1302 LEAD/MID/LAG/OFFLINE MID MID MID MID MID

PI 1312 PSIG 13 12 14 16 10
50M1303 LEAD/MID/LAG/OFFLINE LAG LAG LAG LAG LAG

PI 1313 PSIG 11 10 11 12 9.7
50M1304 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF

PI 1314 PSIG 0 0 0 0 0
50M1305 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF

PI 1315 PSIG 0 0 0 0 0
FIT 1321 GPM 79.2 55.7 80.3 80.1 48.4
LIT 1331 FT 20.1 20 20 20.1 20

Seal Water flow

Seal Water flow

Seal Water flow

Filter Feed Pump 2 Speed

Froth Pump 1 

Froth Pump 2 

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

GAC 5 

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1 Speed

Level in Effluent Tank 

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

GAC 3 Discharge Pressure
GAC 4 

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

GAC 4 Discharge Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM Mid-day PM PM 
Operation Date: 3/25/2009 Operators Initials: 430 630 1400 1650 2000

Target Flow   AM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

50P1351 AUTO/ON/OFF OFF AUTO AUTO AUTO AUTO
Flow Meter GPM N/A 0.25 0.25 0.25 1.25

PI 1351 PSIG N/A 8 8 8 8
50P1352 AUTO/ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM 0 0 0 0
PI 1352 PSIG 0 0 0 8

FIT 1371 GPM 0 0 0
-- VISUAL OBSERVATION N/A N/A N/A N/A N/A
-- GAL N/A N/A N/A N/A N/A

LIT 1421 FT 0.7 0.7 0.7 0.7 0.7
LIT 1441 FT  3.3 4.5 6.5 6.5
50P1461 ON/OFF OFF OFF OFF OFF

Flow Meter GPM 0 0 0 0
PI 1461 PSIG N/A N/A N/A 7

-- VISUAL OBSERVATION OK OK OK OK
40P1501 AUTO/ON/OFF AUTO AUTO AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO AUTO AUTO
PI 1504 PSIG 9.75 10 10

LIT 1521 FT 12.8 12.8 12.8 5.7 4.9
50P1544 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
PI 1544 PSIG N/A N/A N/A N/A N/A

LSHL 1570 FT 5.6 3.1 6.4 3.4 5.6
50P1581 ON/OFF ON ON ON ON ON
50P1582 ON/OFF OFF OFF OFF OFF OFF
PI 1591 PSIG 63.5 67 63.6 62.5 63.1

FSL 1620 OKAY/LOW OK OK OK OK
-- AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO

--- VISUAL OBSERVATION 75% 75% 50%
Polymer Concentration in Storage Tank -- mg/L 0.16 0.16 0.16 0.16

PI 1641 PSIG 1 1.9 1
-- 0 - 100% 60 60 45% 20% 20

Polymer Dosage Rate (automatic control only) -- PPM 1 1 1 1.9 1.9
ON/OFF OFF OFF OFF OFF
0-100% OFF OFF OFF OFF

PIT 1555 PSIG OFF OFF OFF OFF
PI 1466 PSIG 114.9 117 118.7 120.4 119

Seal Water flow

Seal Water flow

Backwash Pump 2 

Product Tank Level

Seal Water flow

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Rotary Air Blower Discharge Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Plant Water Flow to Polymer System

Backwash Pump 1 Discharge Pressure

Plant Water Pump 1
Plant Water Pump 2

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

Polymer Storage Tank Level

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Containment Area Sump Pump 2

Polymer Panel 

Stormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM Mid-day PM PM 
Operation Date: 3/25/2009 Operators Initials: 430 630 1400 1650 2000

Target Flow   AM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

PI 1650 PSIG 114.9 116.9 118.7 120.3 119
50M1651 AUTO/MANUAL/OFF OFF OFF OFF OFF OFF

HRS 197568 197568 197568
PSIG 0 0 0

Deg. F 76 76 80
50M1652 AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO

HRS 17864 17865 17866 17867 17867.8
PSIG 125 125 1`22 125 118

Deg. F 168 167 158 160 140

Compressor Temperature

Total Hours
Compressor Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Compressor Temperature

Air Compressor System 1
Instrument Air Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM 
Operation Date: 3/26/2009 Operators Initials: 0 400 623 1200 2100

Target Flow   

(GPM) Total Q
Flow 

(GPM) Observ   
8 9346 6.5 OK

15 12621 8.86 OK
8 10527 7.55 OK

10 14243 10.9 OK
8 8135 5.69 OK

9548 6.55 OK
4 5749 4.07 OK

7913 5.6 OK
3391 2.4 OK

Instrument ID Reading type AM AM AM Mid-Day PM
FIT 1009 GPM 55.1 54.1 54.3 57.9 55.3
LIT 1011 FT 19 19 19 18.6 20.7
50P1101 ON/OFF ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25
50AFD1101 0 - 100% 85.8 69.5 67.8 100 99.6

PI 1111 PSIG 4 3.5 6 6 5
50P1102 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
50AFD1102 0 - 100% N/A N/A N/A N/A N/A

PI 1112 PSIG N/A N/A N/A N/A N/A
FIT 1110 GPM 55.1 55.5 54.9 79.5 79.8
LIT 1131 FT 2.7 2.6 2.4 3.2 2.6
LIT 1211 FT 4 4 4 4 4

SHK 1121A ON/OFF ON ON ON ON ON
SHK 1121A 0 - 100% 50 50 50 50 50
HS 1121 B ON/OFF OFF OFF OFF OFF OFF

SHK 1121C ON/OFF ON ON ON ON ON
SHK 1121C 0 - 100% 50 50 50 50 50

HS 1135 ON/OFF ON ON ON ON ON
PSIG 99 98 98 98 98

FIT 1137 GPM 74 74.2 73.9 74.5 74.4
FI 1133 SCFM 110 110 2 2 110
PI 1138 PSIG 66 66 65 63 66

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

Description Comments

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

DAF Skimmer Speed

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

WYCKOFF GROUNDWATER TREATMENT PLANT

DAF Recirc. Pump Discharge Pressure

Extraction Well PW-4
Extraction Well PW-5

Extraction Well PW-1
Extraction Well PW-2

Extraction Well PW-8

Description Comments

AM OBSERVATION

Extraction Well EW-2
Extraction Well PW-9

Extraction Well EW-6

Extraction Well PW-6

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM 
Operation Date: 3/26/2009 Operators Initials: 0 400 623 1200 2100

Target Flow   

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
AIT 1245 NTU 19.3 19.3 18.7 15.8 15
50P1241 ON/OFF ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25
50AFD1241 0 - 100% 55.5 81`.9 56.5 71.9 71.6

PI 1292 PSIG 17 17 24 23 27
50P1242 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
50AFD1242 N/A N/A N/A N/A N/A N/A

PI1291 PSIG N/A N/A N/A N/A N/A
50P1251 ON/OFF ON ON ON ON OFF
50P1251 0 - 100% 3.75 3.75 3.75 3.75 N/A

PI 1251 PSIG 3 2 0.5 0.5 N/A
50P1252 ON/OFF OFF OFF OFF OFF N/A
50P1252 0 - 100% N/A N/A N/A N/A N/A

PI 1252 PSIG N/A N/A N/A N/A N/A
LIT 1381 FT N/A N/A 3 3.3 3
50P1251 ON/OFF ON ON ON ON OFF

Flow Meter GPM 0.25 0.25 0.25 0.25 N/A
50P1251 0 - 100% 79.1 78.4 79.1 82.6 N/A

PI 1391 PSIG 8 8 8 8 N/A
50P1252 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
50P1252 0 - 100% N/A N/A N/A N/A N/A

PI 1392 PSIG N/A N/A N/A N/A N/A
PI 1282 PSIG 11 11.8 14 17 15

DPI 1231 PSIG 1.5 1.8 2.5 1.9 2
-- PSIG 85 85 85 85 85

PI 1310 PSIG 13 13 20 19 19
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD LEAD LEAD LEAD

PI 1311 PSIG 12 12 14 14 14
50M1302 LEAD/MID/LAG/OFFLINE MID MID MID MID MID

PI 1312 PSIG 11 11 13 13 13
50M1303 LEAD/MID/LAG/OFFLINE LAG LAG LAG LAG LAG

PI 1313 PSIG 10 10 11 11 11

will turn on when needed

GAC 3 Discharge Pressure

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

DAF Effluent Turbidity

Seal Water flow

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1

Filter Feed Pump 1 Speed

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

Seal Water flow

Filter Feed Pump 2 Speed

air pump manual to move frothFroth Pump 1 

Froth Pump 2 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM 
Operation Date: 3/26/2009 Operators Initials: 0 400 623 1200 2100

Target Flow   

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
50M1304 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF

PI 1314 PSIG 0 0 0 0 0
50M1305 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF

PI 1315 PSIG 0 0 0 0 0
FIT 1321 GPM 58.1 56.5 80.4 79.5 80.9
LIT 1331 FT 20 20 20.1 20 20
50P1351 AUTO/ON/OFF OFF OFF AUTO AUTO OFF

Flow Meter GPM N/A N/A 0.25 0.25 N/A
PI 1351 PSIG 8 8 8 8

50P1352 AUTO/ON/OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A

PI 1352 PSIG 8 8
FIT 1371 GPM

-- VISUAL OBSERVATION N/A N/A N/A N/A N/A
-- GAL N/A N/A N/A N/A N/A

LIT 1421 FT 0.7 0.7 0.7 0.7 0.7
LIT 1441 FT 6.6 6.6 6.6 7.5 7.4
50P1461 ON/OFF OFF OFF OFF ON OFF

Flow Meter GPM N/A N/A
PI 1461 PSIG 5 13

-- VISUAL OBSERVATION OK OK
40P1501 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO

PI 1504 PSIG 9 10
LIT 1521 FT 5 3.1 3.1 3 11.6
50P1544 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
PI 1544 PSIG N/A N/A N/A N/A N/A

LSHL 1570 FT 7.6 3.1 6.3 7 7.8
50P1581 ON/OFF ON ON ON ON ON
50P1582 ON/OFF OFF OFF OFF OFF OFF

PI 1591 PSIG 63.7 62.9 63.4 63.7 64.1
FSL 1620 OKAY/LOW OK OK OK OK OK

-- AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTOPolymer Panel 

Stormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

GAC 4 Discharge Pressure

Containment Area Sump Pump 2

GAC 4 

Plant Water Flow to Polymer System

Level in Effluent Tank 

Backwash Pump 1 Discharge Pressure

Plant Water Pump 1
Plant Water Pump 2

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Backwash Pump 2 

Product Tank Level

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Seal Water flow

GAC 5 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM 
Operation Date: 3/26/2009 Operators Initials: 0 400 623 1200 2100

Target Flow   

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
--- VISUAL OBSERVATION OK OK

Polymer Concentration in Storage Tank -- mg/L 0.16 0.16 0.16 0.16 0.16
PI 1641 PSIG 0.5 0.5 >1

-- 0 - 100% 20 20 30 30 20
Polymer Dosage Rate (automatic control only) -- PPM 1.9 1.9 1.9 1.9 1.9

ON/OFF OFF OFF OFF OFF OFF
0-100% N/A N/A N/A N/A N/A

PIT 1555 PSIG N/A N/A N/A N/A N/A
PI 1466 PSIG 120.4 117.4 114.3 119.9
PI 1650 PSIG 120.3 117.4 114.3 119.8

50M1651 AUTO/MANUAL/OFF OFF OFF OFF OFF OFF
HRS 19757 19757
PSIG 0 0

Deg. F 78 75
50M1652 AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO

HRS 17869 17869 17870 17871 17873.3
PSIG 125 120 120 120 125

Deg. F 168 130 140 130 150

Air Compressor System 1

Polymer Storage Tank Level

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Instrument Air Pressure

Compressor Temperature

Rotary Air Blower Discharge Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Compressor Temperature

Total Hours
Compressor Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date: 3/27/2009 Operators Initials: 0 400 1933

Target Flow Mid-Day PM

(GPM) Total Q
Flow 

(GPM) Observ Observ Observ
8

15
8

10
8

4

Instrument ID Reading type AM Mid-Day PM
FIT 1009 GPM 55.3 55.3 57.9
LIT 1011 FT 18.3 20 19.9
50P1101 ON/OFF ON ON OFF

Flow Meter GPM 0.25 0.25 N/A
50AFD1101 0 - 100% 99.6 99.6 N/A

PI 1111 PSIG 5 5 N/A
50P1102 ON/OFF OFF OFF ON

Flow Meter GPM N/A N/A 0.25
50AFD1102 0 - 100% N/A N/A 99.3

PI 1112 PSIG N/A N/A 6
FIT 1110 GPM 79.4 79.5 79.7
LIT 1131 FT 3.2 3.3 2.2
LIT 1211 FT 4 4 4

SHK 1121A ON/OFF ON ON ON
SHK 1121A 0 - 100% 50 50 50
HS 1121 B ON/OFF OFF OFF OFF

SHK 1121C ON/OFF ON ON ON
SHK 1121C 0 - 100% 50 50 50

HS 1135 ON/OFF ON ON ON
PSIG 98 98 98

FIT 1137 GPM 74.4 74.8 75

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

Description Comments

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

DAF Skimmer Speed

WYCKOFF GROUNDWATER TREATMENT PLANT

DAF Recirc. Pump Discharge Pressure

Extraction Well PW-4
Extraction Well PW-5

Extraction Well PW-1
Extraction Well PW-2

Extraction Well PW-8

Description Comments

AM OBSERVATION

Extraction Well EW-2
Extraction Well PW-9

Extraction Well EW-6

Extraction Well PW-6

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date: 3/27/2009 Operators Initials: 0 400 1933

Target Flow Mid-Day PM

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
FI 1133 SCFM 110 110 110
PI 1138 PSIG 66 66 66

AIT 1245 NTU 17.1 12.2 19
50P1241 ON/OFF ON ON OFF

Flow Meter GPM 0.25 0.25 N/A
50AFD1241 0 - 100% 71.6 71.9 N/A

PI 1292 PSIG 27 28 N/A
50P1242 ON/OFF OFF OFF ON

Flow Meter GPM N/A N/A 0.25
50AFD1242 0 - 100% N/A N/A 70.6

PI1291 PSIG N/A N/A 24
50P1251 ON/OFF OFF OFF OFF
50P1251 0 - 100% N/A N/A N/A
PI 1251 PSIG N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF
50P1252 0 - 100% N/A N/A N/A
PI 1252 PSIG N/A N/A N/A

LIT 1381 FT 2.9 3
50P1251 ON/OFF OFF ON OFF

Flow Meter GPM N/A N/A N/A
50P1251 0 - 100% N/A N/A N/A
PI 1391 PSIG N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A

50P1252 0 - 100% N/A N/A N/A
PI 1392 PSIG N/A N/A N/A
PI 1282 PSIG 15 15 15

DPI 1231 PSIG 1.9 2.2 2.2
-- PSIG 85 85 85

PI 1310 PSIG 19 19 19
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD LEAD

PI 1311 PSIG 14 14 15

will turn on as needed

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

DAF Effluent Turbidity

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

Seal Water flow

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1

Filter Feed Pump 1 Speed

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

Seal Water flow

Filter Feed Pump 2 Speed

manual pump to froth tankFroth Pump 1 

Froth Pump 2 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date: 3/27/2009 Operators Initials: 0 400 1933

Target Flow Mid-Day PM

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
50M1302 LEAD/MID/LAG/OFFLINE MID MID MID

PI 1312 PSIG 13 13 14
50M1303 LEAD/MID/LAG/OFFLINE LAG LAG LAG

PI 1313 PSIG 11 11 12
50M1304 LEAD/MID/LAG/OFFLINE OFF OFF OFF

PI 1314 PSIG 0 0 1
50M1305 LEAD/MID/LAG/OFFLINE OFF OFF OFF

PI 1315 PSIG 0 0 1
FIT 1321 GPM 80.9 79.7 80.8
LIT 1331 FT 20.1 20.1 20
50P1351 AUTO/ON/OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A
PI 1351 PSIG N/A N/A N/A

50P1352 AUTO/ON/OFF N/A N/A N/A
Flow Meter GPM OFF OFF OFF

PI 1352 PSIG N/A N/A N/A
FIT 1371 GPM N/A N/A N/A

-- VISUAL OBSERVATION N/A N/A N/A
-- GAL N/A N/A N/A

LIT 1421 FT 0.7 0.7 0.7
LIT 1441 FT 7.5 3.1 4.7
50P1461 ON/OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A
PI 1461 PSIG N/A N/A N/A

-- VISUAL OBSERVATION

40P1501 AUTO/ON/OFF AUTO AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO AUTO
PI 1504 PSIG

LIT 1521 FT 11.7 13.2 6.3
50P1544 ON/OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A
PI 1544 PSIG N/A N/A N/AStormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

GAC 4 Discharge Pressure

Containment Area Sump Pump 2

GAC 3 Discharge Pressure
GAC 4 

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

Level in Effluent Tank 

Backwash Pump 1 Discharge Pressure

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Backwash Pump 2 

Product Tank Level

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Seal Water flow

GAC 5 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date: 3/27/2009 Operators Initials: 0 400 1933

Target Flow Mid-Day PM

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
LSHL 1570 FT 4.7 6.6 2.6

50P1581 ON/OFF ON ON ON
50P1582 ON/OFF OFF OFF OFF
PI 1591 PSIG 63.4 63.9 62.9

FSL 1620 OKAY/LOW OK OK OK
-- AUTO/MANUAL/OFF AUTO AUTO AUTO

--- VISUAL OBSERVATION  
Polymer Concentration in Storage Tank -- mg/L 0.16 0.16 1.16

PI 1641 PSIG 1 1 1
-- 0 - 100% 20 20 20

Polymer Dosage Rate (automatic control only) -- PPM 1.9 1.9 1.9
ON/OFF OFF OFF OFF
0-100% N/A N/A N/A

PIT 1555 PSIG N/A N/A N/A
PI 1466 PSIG 114.6 116.4 116.9
PI 1650 PSIG 114.5 116.3 116.9

50M1651 AUTO/MANUAL/OFF OFF OFF OFF
HRS N/A N/A N/A

PSIG N/A N/A N/A
Deg. F N/A N/A N/A

50M1652 AUTO/MANUAL/OFF AUTO AUTO AUTO
HRS 17874 17875 17878.3

PSIG 120 120 120
Deg. F 137 144 140

Polymer Panel 

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

Air Compressor System 1

Polymer Storage Tank Level

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Instrument Air Pressure

Compressor Temperature

Plant Water Flow to Polymer System

Plant Water Pump 1
Plant Water Pump 2

Rotary Air Blower Discharge Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Compressor Temperature

Total Hours
Compressor Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/28/2009 Operators Initials: 0 400 641 1130 1610 2010

Target Flow  

(GPM) Total Q
Flow 

(GPM) Observ   
8 9021 6.72 OK

15 12502 9.35 OK
8 10176 7.65 OK

10 13838 10.39 OK
8 10192 7.78 OK

9612 7.08 OK
4 6444 4.07 OK

8862 5.6 OK
3798 2.4 OK

Instrument ID Reading type AM AM AM Mid-Day PM PM
FIT 1009 GPM 58 58.5 58.6 57 56.3 55.8
LIT 1011 FT 18 15.4 14 18.9 19.7 20.11
50P1101 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
50AFD1101 0 - 100% N/A N/A N/A N/A N/A N/A

PI 1111 PSIG N/A N/A N/A N/A N/A N/A
50P1102 ON/OFF ON ON ON OFF ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.3 0.25
50AFD1102 0 - 100% 99.3 99.3 59.8 0 100 79.7

PI 1112 PSIG 6 0 6 5.5 6
FIT 1110 GPM 79.5 79.7 47.6 0 79.7 79.7
LIT 1131 FT 2.2 2.8 2.8 2.1 1.5 2.5
LIT 1211 FT 4 4 6 4.1 4 4

SHK 1121A ON/OFF ON ON ON ON ON ON
SHK 1121A 0 - 100% 50 50 50 50 50 50
HS 1121 B ON/OFF OFF OFF OFF OFF OFF OFF

SHK 1121C ON/OFF ON ON ON ON ON ON
SHK 1121C 0 - 100% 50 50 50 50 50 50

HS 1135 ON/OFF ON ON ON ON ON ON
PSIG 98.3 99.1 97 97 98 96

FIT 1137 GPM 75.1 75 75 75 75.3 75.4
FI 1133 SCFM 110 110 2 2 2 110
PI 1138 PSIG 66 66 64 64 63 62

AIT 1245 NTU 20 18.6 19 11.3 21.4 15.6
50P1241 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A

Description Comments

AM OBSERVATION

Extraction Well EW-2
Extraction Well PW-9

Extraction Well EW-6

Extraction Well PW-6
Extraction Well PW-8

Extraction Well PW-1
Extraction Well PW-2
Extraction Well PW-4
Extraction Well PW-5

DAF Recirc. Pump Discharge Pressure

WYCKOFF GROUNDWATER TREATMENT PLANT

Filter Feed Pump 1

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

Seal Water flow

DAF Skimmer Speed

Description Comments

DAF Effluent Turbidity

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/28/2009 Operators Initials: 0 400 641 1130 1610 2010

Target Flow  AM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

50AFD1241 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1292 PSIG N/A N/A N/A N/A N/A N/A

50P1242 ON/OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A

50AFD1242 0 - 100% N/A N/A N/A N/A N/A N/A
PI1291 PSIG N/A N/A N/A N/A N/A N/A

50P1251 ON/OFF OFF OFF OFF OFF OFF OFF
50P1251 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1251 PSIG N/A N/A N/A N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF OFF OFF OFF
50P1252 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1252 PSIG N/A N/A N/A N/A N/A N/A

LIT 1381 FT N/A N/A N/A N/A N/A N/A
50P1251 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
50P1251 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1391 PSIG N/A N/A N/A N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A

50P1252 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1392 PSIG N/A N/A N/A N/A N/A N/A
PI 1282 PSIG 16.5 15 11 7.9 17 16

DPI 1231 PSIG 2 2.2 1.2 0 2 2.2
-- PSIG 85 85 85 85 85 85

PI 1310 PSIG 20 19 13 0 16 20
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD LEAD LEAD LEAD LEAD

PI 1311 PSIG 15 14 12 9.2 15 14
50M1302 LEAD/MID/LAG/OFFLINE MID MID MID MID MID MID

PI 1312 PSIG 13 13 11 8.8 14 13
50M1303 LEAD/MID/LAG/OFFLINE LAG LAG LAG LAG LAG LAG

PI 1313 PSIG 11 11 9.9 8.4 13 11
50M1304 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF OFF

PI 1314 PSIG 0 0 0 0 0 0
50M1305 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF OFF

PI 1315 PSIG 0 0 0 0 0 0
FIT 1321 GPM 81.8 80.1 55.7 0 79.6
LIT 1331 FT 20 20 20 19.8 20

Seal Water flow

Seal Water flow

Seal Water flow

Filter Feed Pump 2 Speed

Froth Pump 1 

Froth Pump 2 

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

GAC 5 

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1 Speed

Level in Effluent Tank 

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

GAC 3 Discharge Pressure
GAC 4 

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

GAC 4 Discharge Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/28/2009 Operators Initials: 0 400 641 1130 1610 2010

Target Flow  AM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

50P1351 AUTO/ON/OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A

PI 1351 PSIG N/A N/A N/A N/A N/A N/A
50P1352 AUTO/ON/OFF OFF OFF AUTO AUTO AUTO AUTO

Flow Meter GPM N/A N/A 0.25 0.25 0.25 N/A
PI 1352 PSIG N/A N/A 8 8 5 N/A

FIT 1371 GPM 0 0 0 0 0 0
-- VISUAL OBSERVATION N/A N/A N/A N/A N/A N/A
-- GAL N/A N/A N/A N/A N/A N/A

LIT 1421 FT 0.7 0.7 0.7 0.7 0.7 0.7
LIT 1441 FT 4.7 4.7 4.7 5.7 10.5 7.2
50P1461 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
PI 1461 PSIG N/A N/A N/A N/A N/A N/A

-- VISUAL OBSERVATION

40P1501 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO AUTO
PI 1504 PSIG 10 10 10

LIT 1521 FT 6.3 6.4 6.4 6.3 6.3 6.4
50P1544 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
PI 1544 PSIG N/A N/A N/A N/A N/A N/A

LSHL 1570 FT 5.3 2.3 6.5 3.7 7.4 4.7
50P1581 ON/OFF ON ON ON ON ON ON
50P1582 ON/OFF OFF OFF OFF OFF OFF OFF
PI 1591 PSIG 63.6 62.9 65 63.5 64.3 63.4

FSL 1620 OKAY/LOW OK OK OK OK OK OK
-- AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO AUTO

--- VISUAL OBSERVATION OK OK 75% OK 75% OK
Polymer Concentration in Storage Tank -- mg/L 0.16 0.16 0.16 0.16 0.16 0.16

PI 1641 PSIG 1 1 0.5 0 0.5 1
-- 0 - 100% 20 20 30 20 20 20

Polymer Dosage Rate (automatic control only) -- PPM 1.9 1.9 1.9 1.9 1.9 1.9
ON/OFF OFF OFF OFF OFF OFF OFF
0-100% N/A N/A N/A N/A N/A N/A

PIT 1555 PSIG N/A N/A N/A N/A N/A N/A
PI 1466 PSIG 116.4 117.8 113 115.8 112.4 115

Seal Water flow

Seal Water flow

Backwash Pump 2 

Product Tank Level

Seal Water flow

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Rotary Air Blower Discharge Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Plant Water Flow to Polymer System

Backwash Pump 1 Discharge Pressure

Plant Water Pump 1
Plant Water Pump 2

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

Polymer Storage Tank Level

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Containment Area Sump Pump 2

Polymer Panel 

Stormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/28/2009 Operators Initials: 0 400 641 1130 1610 2010

Target Flow  AM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

PI 1650 PSIG 116.1 117.8 112.9 115.7 112.4 114.9
50M1651 AUTO/MANUAL/OFF OFF OFF OFF OFF OFF OFF

HRS 19757 19757 19757 19757 19757 19757
PSIG 0 0 0 0 0 0

Deg. F 80 80 80
50M1652 AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO AUTO

HRS 17879 17880 17881 17882 17883 17884
PSIG 120 120 122 120 120 120

Deg. F 140 146 167 140 170 130

Compressor Temperature

Total Hours
Compressor Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Compressor Temperature

Air Compressor System 1
Instrument Air Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/29/2009 Operators Initials: 9 400 622 1147 1608 2000

Target Flow Mid-Day PM

(GPM) Total Q
Flow 

(GPM) Observ Observ Observ
8 9504 6.59 OK OK OK

15 13196 9.25 OK OK OK
8 10570 7.48 OK OK OK

10 14539 10.24 OK OK OK
8 10539 7.42 OK OK OK

9672 6.82 OK OK OK
4 5793 4.02 OK OK OK

10122 5.6 OK OK OK
4338 2.4 OK OK OK

Instrument ID Reading type AM AM AM Mid-Day PM PM
FIT 1009 GPM 55.6 56.6 56.9 59.8 59.4 57.9
LIT 1011 FT 20.3 18.8 17.2 15.2 21.3 18.7
50P1101 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
50AFD1101 0 - 100% N/A N/A N/A N/A N/A N/A

PI 1111 PSIG N/A N/A N/A N/A N/A N/A
50P1102 ON/OFF ON ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25 0.25
50AFD1102 0 - 100% 99.3 99.3 100 100 100 99.3

PI 1112 PSIG 6 6 5.75 5.5 6
FIT 1110 GPM 79.7 79.7 79.5 79.5 79.8 79.7
LIT 1131 FT 3.3 2.3 2.8 2.6 1.6 2.6
LIT 1211 FT 4 4 4 4 4 4

SHK 1121A ON/OFF ON ON ON ON ON ON
SHK 1121A 0 - 100% 50 50 51 52 53 54
HS 1121 B ON/OFF OFF OFF OFF OFF OFF OFF

SHK 1121C ON/OFF ON ON ON ON ON ON
SHK 1121C 0 - 100% 50 50 51 52 53 54

HS 1135 ON/OFF ON ON ON ON ON ON
PSIG 96 96 96 96 98 96

FIT 1137 GPM 75.5 72.4 75.7 75.7 75.9 75.6
FI 1133 SCFM 2 2 2 2 2 2
PI 1138 PSIG 63 64 64 64 64 65

AIT 1245 NTU 12.9 14.3 16.9 17.8 10.8 15.2

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

Description Comments

DAF Effluent Turbidity

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

DAF Skimmer Speed

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

WYCKOFF GROUNDWATER TREATMENT PLANT

DAF Recirc. Pump Discharge Pressure

Extraction Well PW-4
Extraction Well PW-5

Extraction Well PW-1
Extraction Well PW-2

Extraction Well PW-8

Description Comments

AM OBSERVATION

Extraction Well EW-2 0749-7gpm
Extraction Well PW-9

Extraction Well EW-6 0751-3gpm

Extraction Well PW-6

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/29/2009 Operators Initials: 9 400 622 1147 1608 2000

Target Flow Mid-Day PM

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION

50P1241 ON/OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A

50AFD1241 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1292 PSIG N/A N/A N/A N/A N/A N/A

50P1242 ON/OFF ON ON ON ON ON ON
Flow Meter GPM 0.25 0.25 0.25 0.25 0.25 0.25

50AFD1242 0 - 100% 72 72.5 73.8 72.4 72.7 72.8
PI1291 PSIG 25 26 26 25 25 26

50P1251 ON/OFF OFF OFF OFF OFF OFF OFF
50P1251 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1251 PSIG N/A N/A N/A N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF OFF OFF OFF
50P1252 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1252 PSIG N/A N/A N/A N/A N/A N/A

LIT 1381 FT 3 2.9 2.9 2.9 3 3.1
50P1251 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
50P1251 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1391 PSIG N/A N/A N/A N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A

50P1252 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1392 PSIG N/A N/A N/A N/A N/A N/A
PI 1282 PSIG 16 16 16 16 16 17

DPI 1231 PSIG 2.3 2.6 2.8 2 2.1 2.6
-- PSIG 86 86 85 85 84 85

PI 1310 PSIG 20 21 21 20 17 22
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD LEAD LEAD LEAD LEAD

PI 1311 PSIG 14 14 14 14 14 14
50M1302 LEAD/MID/LAG/OFFLINE MID MID MID MID MID MID

PI 1312 PSIG 13 13 13 13 13 13
50M1303 LEAD/MID/LAG/OFFLINE LAG LAG LAG LAG LAG LAG

PI 1313 PSIG 11 11 11 11 11 11
50M1304 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF OFF

PI 1314 PSIG 0 0 0 0 0 0GAC 4 Discharge Pressure

GAC 3 Discharge Pressure
GAC 4 

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

Seal Water flow

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1

Filter Feed Pump 1 Speed

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

Seal Water flow

Filter Feed Pump 2 Speed

Froth Pump 1 

Froth Pump 2 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/29/2009 Operators Initials: 9 400 622 1147 1608 2000

Target Flow Mid-Day PM

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
50M1305 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF OFF

PI 1315 PSIG 0 0 0 0 0 0
FIT 1321 GPM 80 79.8 80.7 80 79.5 79.9
LIT 1331 FT 20.1 20.1 20.1 20 20 20
50P1351 AUTO/ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
PI 1351 PSIG N/A N/A N/A N/A N/A N/A

50P1352 AUTO/ON/OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A

PI 1352 PSIG N/A N/A N/A N/A N/A N/A
FIT 1371 GPM N/A N/A N/A N/A N/A N/A

-- VISUAL OBSERVATION N/A N/A N/A N/A N/A N/A
-- GAL N/A N/A N/A N/A N/A N/A

LIT 1421 FT 0.7 0.7 0.7 0.6 5.4 6.2
LIT 1441 FT 4.1 2.7 2.8 8.5 3.7 4.9
50P1461 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
PI 1461 PSIG N/A N/A N/A N/A N/A N/A

-- VISUAL OBSERVATION OK OK OK OK
40P1501 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO AUTO
PI 1504 PSIG 9.25 10 10

LIT 1521 FT 6.4 6.4 6.4 6.4 6.3 6.3
50P1544 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM OFF OFF OFF OFF OFF OFF
PI 1544 PSIG

LSHL 1570 FT 2.6 6.9 5.6 2.6 2.7 7.9
50P1581 ON/OFF ON ON ON ON ON ON
50P1582 ON/OFF OFF OFF OFF OFF OFF OFF
PI 1591 PSIG 63.3 64.2 63.9 63.5 47.5 64.7

FSL 1620 OKAY/LOW OK OK OK OK OK OK
-- AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO AUTO

--- VISUAL OBSERVATION 60% 75% 75%
Polymer Concentration in Storage Tank -- mg/L 0.16 0.16 0.16 0.16 0.16 0.16

Polymer Panel 

Stormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

Polymer Storage Tank Level

Containment Area Sump Pump 2

filling tank for blower test

Plant Water Flow to Polymer System

Level in Effluent Tank 

Backwash Pump 1 Discharge Pressure

Plant Water Pump 1
Plant Water Pump 2

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Backwash Pump 2 

Product Tank Level

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Seal Water flow

GAC 5 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/29/2009 Operators Initials: 9 400 622 1147 1608 2000

Target Flow Mid-Day PM

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
PI 1641 PSIG 1 1 0.5 0.5 0.5 1

-- 0 - 100% 20 20 30 30 30 20
Polymer Dosage Rate (automatic control only) -- PPM 1.9 1.9 1.9 1.9 1.9 1.9

ON/OFF OFF OFF OFF OFF OFF OFF
0-100% N/A N/A N/A N/A N/A N/A

PIT 1555 PSIG 0.2 0.2
PI 1466 PSIG 118.5 112.1 119.6 118.2 112.4 113.7
PI 1650 PSIG 118.5 112 119.4 118.1 112.5 113.4

50M1651 AUTO/MANUAL/OFF OFF OFF OFF OFF OFF OFF
HRS 19757 19757 19757

PSIG 0 0 0
Deg. F 79 80 80

50M1652 AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO AUTO
HRS 17885 17886 17886 17888 17889 17889.5

PSIG 124 124 118 120 125 130
Deg. F 168 164 148 150 172 180

Air Compressor System 1

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Instrument Air Pressure

Compressor Temperature

Rotary Air Blower Discharge Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Compressor Temperature

Total Hours
Compressor Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM Mid-day PM PM 
Operation Date: 3/30/2009 Operators Initials: 400 1205 1620 2000

Target Flow Mid-Day PM

(GPM) Total Q
Flow 

(GPM) Observ Observ Observ
8 9573 6.76

15 13385 9.39
8 10794 7.59

10 14826 10.47
8 11127 7.78

10448 7.21
4 5672 4.02

8941 6.4
4470 3.2

Instrument ID Reading type AM AM Mid-Day PM PM
FIT 1009 GPM 57.8 58.4 59.2 58.7 57.3
LIT 1011 FT 13.8 12.4 16.5 14 20.5
50P1101 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
50AFD1101 0 - 100% N/A N/A N/A N/A N/A

PI 1111 PSIG N/A N/A N/A N/A N/A
50P1102 ON/OFF ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25
50AFD1102 0 - 100% 99.3 100 100.1 100.1 99.1

PI 1112 PSIG 5 5.5 6 6 6
FIT 1110 GPM 79.9 79.4 80 79.8 80.3
LIT 1131 FT 2 2.6 1.9 2.7 3.4
LIT 1211 FT 4 4 4 4 4

SHK 1121A ON/OFF ON ON ON ON ON
SHK 1121A 0 - 100% 50 50 50 50 50
HS 1121 B ON/OFF OFF OFF OFF OFF OFF

SHK 1121C ON/OFF ON ON ON ON ON
SHK 1121C 0 - 100% 50 50 50 50 50

HS 1135 ON/OFF ON ON ON ON ON
PSIG 96 96 96 96 95

FIT 1137 GPM 75.6 75.6 76 75.6 76.1
FI 1133 SCFM 2 2 2 2 2
PI 1138 PSIG 64 64 64 64 64

Description Comments

AM OBSERVATION

Extraction Well EW-2
Extraction Well PW-9

Extraction Well EW-6

Extraction Well PW-6
Extraction Well PW-8

Extraction Well PW-1
Extraction Well PW-2
Extraction Well PW-4
Extraction Well PW-5

DAF Recirc. Pump Discharge Pressure

WYCKOFF GROUNDWATER TREATMENT PLANT

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

DAF Skimmer Speed

Description Comments

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM Mid-day PM PM 
Operation Date: 3/30/2009 Operators Initials: 400 1205 1620 2000

Target Flow Mid-Day PMAM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

AIT 1245 NTU 20.8 17.3 9.6 10.3 13.8
50P1241 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
50AFD1241 0 - 100% N/A N/A N/A N/A N/A

PI 1292 PSIG N/A N/A N/A N/A N/A
50P1242 ON/OFF ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25
50AFD1242 0 - 100% 72 73.6 73.9 74.3 73.6

PI1291 PSIG 25 26 26 27
50P1251 ON/OFF OFF OFF OFF OFF OFF
50P1251 0 - 100% N/A N/A N/A N/A N/A

PI 1251 PSIG N/A N/A N/A N/A N/A
50P1252 ON/OFF OFF OFF OFF OFF OFF
50P1252 0 - 100% N/A N/A N/A N/A N/A

PI 1252 PSIG N/A N/A N/A N/A N/A
LIT 1381 FT 3 3 3.6 3 3
50P1251 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
50P1251 0 - 100% N/A N/A N/A N/A N/A

PI 1391 PSIG N/A N/A N/A N/A N/A
50P1252 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
50P1252 0 - 100% N/A N/A N/A N/A N/A

PI 1392 PSIG N/A N/A N/A N/A N/A
PI 1282 PSIG 17 17 18 18 18

DPI 1231 PSIG 2 2 2.5 2.9 2
-- PSIG 85 85 85 86 85

PI 1310 PSIG 17 21 22 21 22
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD LEAD LEAD LEAD

PI 1311 PSIG 14 14 14 14 14
50M1302 LEAD/MID/LAG/OFFLINE MID MID MID MID MID

PI 1312 PSIG 13 13 12 13 13
50M1303 LEAD/MID/LAG/OFFLINE LAG LAG LAG LAG LAG

PI 1313 PSIG 11 11 11 11 11

Seal Water flow

Seal Water flow

Seal Water flow

Filter Feed Pump 2 Speed

Froth Pump 1 

Froth Pump 2 

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1

Filter Feed Pump 1 Speed

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

Seal Water flow

DAF Effluent Turbidity

GAC 3 Discharge Pressure

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM Mid-day PM PM 
Operation Date: 3/30/2009 Operators Initials: 400 1205 1620 2000

Target Flow Mid-Day PMAM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

50M1304 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF
PI 1314 PSIG 0 0 0 0 0

50M1305 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF
PI 1315 PSIG 0 0 0 0 0

FIT 1321 GPM 80.2 79.2 85.7 80 80.3
LIT 1331 FT 19.8 20 20 20 20
50P1351 AUTO/ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A
PI 1351 PSIG N/A N/A N/A N/A N/A

50P1352 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO
Flow Meter GPM N/A 0.25 0.25 0.25 0.25

PI 1352 PSIG N/A 8.25 8 8 8.5
FIT 1371 GPM N/A N/A N/A N/A N/A

-- VISUAL OBSERVATION N/A N/A N/A N/A N/A
-- GAL N/A N/A N/A N/A N/A

LIT 1421 FT 6.3 6.3 6.3 6.3 6.3
LIT 1441 FT 5.4 4 4.3 9.6 5.5
50P1461 ON/OFF OFF ON OFF OFF OFF

Flow Meter GPM N/A 0.25 0.25 0.25 0.25
PI 1461 PSIG N/A 11 0 8

-- VISUAL OBSERVATION OK OK OK
40P1501 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO

PI 1504 PSIG 10 11 10
LIT 1521 FT 6.4 6.4 6.3 6.3 6.3
50P1544 ON/OFF OFF OFF OFF OFF OFF

Flow Meter GPM OFF OFF OFF OFF OFF
PI 1544 PSIG N/A N/A N/A N/A N/A

LSHL 1570 FT 4.4 6.4 6.2 6.2 7.4
50P1581 ON/OFF ON ON ON ON ON
50P1582 ON/OFF OFF OFF OFF OFF OFF

PI 1591 PSIG 63.7 60.3 63.7 65 64.6
FSL 1620 OKAY/LOW OK OK OK OK OK

-- AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO

Seal Water flow

Seal Water flow

GAC 5 

Backwash Pump 2 

Product Tank Level

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Seal Water flow

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Plant Water Flow to Polymer System

Level in Effluent Tank 

Backwash Pump 1 Discharge Pressure

Plant Water Pump 1
Plant Water Pump 2

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

GAC 4 
GAC 4 Discharge Pressure

Containment Area Sump Pump 2

Polymer Panel 

Stormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM Mid-day PM PM 
Operation Date: 3/30/2009 Operators Initials: 400 1205 1620 2000

Target Flow Mid-Day PMAM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

--- VISUAL OBSERVATION 60% 75% 75% 50%
Polymer Concentration in Storage Tank -- mg/L 0.16 0.16 0.16 0.16 0.16

PI 1641 PSIG 1 1 0.5 1 1
-- 0 - 100% 20 30 20 20 20

Polymer Dosage Rate (automatic control only) -- PPM 1.9 1.9 1.9 1.9 1.9
ON/OFF OFF OFF OFF OFF OFF
0-100% N/A N/A N/A N/A N/A

PIT 1555 PSIG N/A N/A N/A N/A N/A
PI 1466 PSIG 120.3 115.8 118.8 119.1 117.4
PI 1650 PSIG 120.2 115.8 119 118.5 117.2

50M1651 AUTO/MANUAL/OFF OFF OFF OFF OFF OFF
HRS 19757 19757 19757
PSIG 0 0 0

Deg. F 80 80 80
50M1652 AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO

HRS 17892 17892 17894 17895 17895.4
PSIG 124 118 120 120 117

Deg. F 164 138 142 151 142

Compressor Temperature

Total Hours
Compressor Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Rotary Air Blower Discharge Pressure

Compressor Temperature

Air Compressor System 1

Polymer Storage Tank Level

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Instrument Air Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/31-4/1 2009 Operators Initials: 0 400 630 2000

Target Flow   

(GPM) Total Q
Flow 

(GPM) Observ Observ Observ
8 9743 6.65 OK

15 13574 9.29 OK
8 10885 7.48 OK

10 15048 10.41 OK
8 11103 7.46 OK

10500 7.12 OK
4 5819 4.02 OK

8109 5.6 OK
3475 2.4 OK

Instrument ID Reading type AM AM AM Mid-Day PM PM
FIT 1009 GPM 57.5 56.9 56.3 60.3 59.6 56.9
LIT 1011 FT 17.8 18.9 18.9 16.3 17.4 16.8
50P1101 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
50AFD1101 0 - 100% N/A N/A N/A N/A N/A N/A

PI 1111 PSIG N/A N/A N/A N/A N/A N/A
50P1102 ON/OFF ON ON ON ON ON ON

Flow Meter GPM 0.25 0.25 0.25 0.25 0.25 0.25
50AFD1102 0 - 100% 99.3 99.3 100 100 100 99.3

PI 1112 PSIG 6 6 6 6 6 5
FIT 1110 GPM 80.4 80.4 80.4 75.6 80.1 80.3
LIT 1131 FT 1.7 2.7 2.1 2.1 3.3 3
LIT 1211 FT 4 4 4 4 4 4

SHK 1121A ON/OFF ON ON ON ON ON ON
SHK 1121A 0 - 100% 50 50 50 50 50 50
HS 1121 B ON/OFF OFF OFF OFF OFF OFF OFF

SHK 1121C ON/OFF ON ON ON ON ON ON
SHK 1121C 0 - 100% 50 50 50 50 50 50

HS 1135 ON/OFF ON ON ON ON ON ON
PSIG 96 95 96 96 96 95

FIT 1137 GPM 76 75.9 75.9 75.9 75.7 75.7
FI 1133 SCFM 2 2 2 2 2 2
PI 1138 PSIG 64 64 63 64 64 64

AIT 1245 NTU 11.8 12.3 14.7 19.1 22.8 14.9

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

Description Comments

DAF Effluent Turbidity

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

DAF Skimmer Speed

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

WYCKOFF GROUNDWATER TREATMENT PLANT

DAF Recirc. Pump Discharge Pressure

Extraction Well PW-4
Extraction Well PW-5

Extraction Well PW-1
Extraction Well PW-2

Extraction Well PW-8

Description Comments

AM OBSERVATION

Extraction Well EW-2 0724- 7 gpm
Extraction Well PW-9

Extraction Well EW-6 0726- 3 gpm

Extraction Well PW-6

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/31-4/1 2009 Operators Initials: 0 400 630 2000

Target Flow   

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION

50P1241 ON/OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A

50AFD1241 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1292 PSIG N/A N/A N/A N/A N/A N/A

50P1242 ON/OFF ON ON ON ON ON ON
Flow Meter GPM 0.25 0.25 0.25 0.25 0.25 0.25

50AFD1242 0 - 100% 74.9 75.6 76 73.3 74.8 74.8
PI1291 PSIG 27 28 20 21 25 25

50P1251 ON/OFF OFF OFF OFF OFF OFF OFF
50P1251 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1251 PSIG N/A N/A N/A N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF OFF OFF OFF
50P1252 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1252 PSIG N/A N/A N/A N/A N/A N/A

LIT 1381 FT 3 3 2.9 2.9 2 3
50P1251 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
50P1251 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1391 PSIG N/A N/A N/A N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A N/A N/A N/A

50P1252 0 - 100% N/A N/A N/A N/A N/A N/A
PI 1392 PSIG N/A N/A N/A N/A N/A N/A
PI 1282 PSIG 18 18 18 17 18 19

DPI 1231 PSIG 2 2.9 4.7 2.1 2 2.6
-- PSIG 85 85 85 84 84 85

PI 1310 PSIG 23 24 25 20 20 23
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD LEAD LEAD LEAD LEAD

PI 1311 PSIG 14 14 14 14 14 14
50M1302 LEAD/MID/LAG/OFFLINE MID MID MID MID MID MID

PI 1312 PSIG 13 13 13 13 13 13
50M1303 LEAD/MID/LAG/OFFLINE LAG LAG LAG LAG LAG LAG

PI 1313 PSIG 11 11 11 11 11 11
50M1304 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF OFF

PI 1314 PSIG 0 0 0 0 0 0GAC 4 Discharge Pressure

GAC 3 Discharge Pressure
GAC 4 

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

Seal Water flow

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1

Filter Feed Pump 1 Speed

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

Seal Water flow

Filter Feed Pump 2 Speed

Froth Pump 1 

Froth Pump 2 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/31-4/1 2009 Operators Initials: 0 400 630 2000

Target Flow   

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
50M1305 LEAD/MID/LAG/OFFLINE OFF OFF OFF OFF OFF OFF

PI 1315 PSIG 0 0 0 0 0 0
FIT 1321 GPM 80 80.2 80.5 81.1 78.6 79.1
LIT 1331 FT 20.1 20.1 20.1 20 20 20.1
50P1351 AUTO/ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
PI 1351 PSIG N/A N/A N/A N/A N/A N/A

50P1352 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO AUTO
Flow Meter GPM N/A N/A N/A N/A N/A N/A

PI 1352 PSIG N/A N/A N/A N/A N/A N/A
FIT 1371 GPM N/A N/A N/A N/A N/A N/A

-- VISUAL OBSERVATION N/A N/A N/A N/A N/A N/A
-- GAL N/A N/A N/A N/A N/A N/A

LIT 1421 FT 6.3 6.3 6.3 6.3 5.5 5.5
LIT 1441 FT 9.4 8.7 7.1 8.1 4.5 2.7
50P1461 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A N/A N/A N/A
PI 1461 PSIG N/A N/A N/A N/A N/A N/A

-- VISUAL OBSERVATION

40P1501 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO AUTO AUTO AUTO AUTO
PI 1504 PSIG

LIT 1521 FT 6.3 6.3 6.3 6.4 6.3 6.3
50P1544 ON/OFF OFF OFF OFF OFF OFF OFF

Flow Meter GPM OFF OFF OFF OFF OFF OFF
PI 1544 PSIG N/A N/A N/A N/A N/A N/A

LSHL 1570 FT 5.5 3.7 2.8 6.8 4.9 2.8
50P1581 ON/OFF ON ON ON ON ON ON
50P1582 ON/OFF OFF OFF OFF OFF OFF OFF
PI 1591 PSIG 63.9 63.6 63.5 64.2 63.7 63.2

FSL 1620 OKAY/LOW OK OK OK OK OK OK
-- AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO AUTO

--- VISUAL OBSERVATION 50% 50% 60% 60% 60% 60%
Polymer Concentration in Storage Tank -- mg/L 0.16 0.16 0.16 0.16 0.16 0.16

Polymer Panel 

Stormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

Polymer Storage Tank Level

Containment Area Sump Pump 2

Plant Water Flow to Polymer System

Level in Effluent Tank 

Backwash Pump 1 Discharge Pressure

Plant Water Pump 1
Plant Water Pump 2

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Backwash Pump 2 

Product Tank Level

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Seal Water flow

GAC 5 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM Mid-day PM PM 
Operation Date: 3/31-4/1 2009 Operators Initials: 0 400 630 2000

Target Flow   

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
PI 1641 PSIG 1 1 1 1 1 1

-- 0 - 100% 20 20 30 30 30 20
Polymer Dosage Rate (automatic control only) -- PPM 1.9 1.9 1.9 1.9 1.9 1.9

ON/OFF OFF OFF OFF OFF OFF OFF
0-100% N/A N/A N/A N/A N/A N/A

PIT 1555 PSIG N/A N/A N/A N/A N/A N/A
PI 1466 PSIG 113.3 112.7 119 117 116.2 112.6
PI 1650 PSIG 113.2 112.7 119 116.9 116 112.7

50M1651 AUTO/MANUAL/OFF OFF OFF OFF OFF OFF OFF
HRS 19766 19766 19766

PSIG 0 0 0
Deg. F 80 80 80

50M1652 AUTO/MANUAL/OFF AUTO AUTO AUTO AUTO AUTO AUTO
HRS 17896 17897 17899 17899 17900 17901

PSIG 115 123 120 125 127 125
Deg. F 160 175 150 141 124 176

Air Compressor System 1

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Instrument Air Pressure

Compressor Temperature

Rotary Air Blower Discharge Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Compressor Temperature

Total Hours
Compressor Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM 
Operation Date: 4/1/2009 Operators Initials: 0 400

Target Flow PM

(GPM) Total Q
Flow 

(GPM) Observ
8 9646 6.7 OK

15 13436 9.31 OK
8 10722 7.5 OK

10 14908 10.45 OK
8 11029 7.72 OK

10413 7.19 OK
4 5706 4.02 OK

9126 6.4 OK
4563 3.2 OK

Instrument ID Reading type AM
FIT 1009 GPM 57.9 58.1 57.9
LIT 1011 FT 14.1 12 12.8
50P1101 ON/OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A
50AFD1101 0 - 100% N/A N/A N/A

PI 1111 PSIG N/A N/A N/A
50P1102 ON/OFF ON ON ON

Flow Meter GPM 0.25 0.25 0.25
50AFD1102 0 - 100% 99.3 70 100

PI 1112 PSIG 5 4 5.5
FIT 1110 GPM 80.2 52.1 79.9
LIT 1131 FT 3.7 2.2 2.6
LIT 1211 FT 4 4 4

SHK 1121A ON/OFF ON ON ON
SHK 1121A 0 - 100% 50 50 50
HS 1121 B ON/OFF OFF OFF OFF

SHK 1121C ON/OFF ON ON ON
SHK 1121C 0 - 100% 50 50 50

HS 1135 ON/OFF ON ON ON
PSIG 95 93 94

FIT 1137 GPM 75.7 75.8 75.6

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

Description Comments

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

DAF Skimmer Speed

WYCKOFF GROUNDWATER TREATMENT PLANT

DAF Recirc. Pump Discharge Pressure

Extraction Well PW-4
Extraction Well PW-5

Extraction Well PW-1
Extraction Well PW-2

Extraction Well PW-8

Description Comments

AM OBSERVATION

Extraction Well EW-2 0710-8 gpm
Extraction Well PW-9

Extraction Well EW-6 0712-4 gpm

Extraction Well PW-6

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM 
Operation Date: 4/1/2009 Operators Initials: 0 400

Target Flow PM

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
FI 1133 SCFM 2 2 2
PI 1138 PSIG 64 64 63

AIT 1245 NTU 21.8 22.6 19.1
50P1241 ON/OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A
50AFD1241 0 - 100% N/A N/A N/A

PI 1292 PSIG N/A N/A N/A
50P1242 ON/OFF ON ON ON

Flow Meter GPM 0.25 0.25 0.25
50AFD1242 0 - 100% 75 63.4 74.9

PI1291 PSIG 27 23.5 23
50P1251 ON/OFF OFF OFF OFF
50P1251 0 - 100% N/A N/A N/A
PI 1251 PSIG N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF
50P1252 0 - 100% N/A N/A N/A
PI 1252 PSIG N/A N/A N/A

LIT 1381 FT 3 3 3.3
50P1251 ON/OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A
50P1251 0 - 100% N/A N/A N/A
PI 1391 PSIG N/A N/A N/A

50P1252 ON/OFF OFF OFF OFF
Flow Meter GPM N/A N/A N/A

50P1252 0 - 100% N/A N/A N/A
PI 1392 PSIG N/A N/A N/A
PI 1282 PSIG 19 14 18

DPI 1231 PSIG 2.8 1.7 3.4
-- PSIG 85 84 85

PI 1310 PSIG 23 16
50M1301 LEAD/MID/LAG/OFFLINE LEAD LEAD LEAD

PI 1311 PSIG 14 11 14

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

DAF Effluent Turbidity

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

Seal Water flow

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1

Filter Feed Pump 1 Speed

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

Seal Water flow

Filter Feed Pump 2 Speed

Froth Pump 1 

Froth Pump 2 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM 
Operation Date: 4/1/2009 Operators Initials: 0 400

Target Flow PM

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
50M1302 LEAD/MID/LAG/OFFLINE MID MID MID

PI 1312 PSIG 13 10 13
50M1303 LEAD/MID/LAG/OFFLINE LAG LAG LAG

PI 1313 PSIG 11 9.9 11
50M1304 LEAD/MID/LAG/OFFLINE OFF OFF OFF

PI 1314 PSIG 0 0 0
50M1305 LEAD/MID/LAG/OFFLINE OFF OFF OFF

PI 1315 PSIG 0 0 0
FIT 1321 GPM 80 54.5 80.8
LIT 1331 FT 20.1 20 20.1
50P1351 AUTO/ON/OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A
PI 1351 PSIG N/A N/A N/A

50P1352 AUTO/ON/OFF AUTO AUTO AUTO
Flow Meter GPM N/A N/A N/A

PI 1352 PSIG N/A N/A N/A
FIT 1371 GPM N/A N/A N/A

-- VISUAL OBSERVATION N/A N/A N/A
-- GAL N/A N/A N/A

LIT 1421 FT 5.5 5.5 5.5
LIT 1441 FT 2.7 2.8 2.9
50P1461 ON/OFF OFF OFF OFF

Flow Meter GPM N/A N/A N/A
PI 1461 PSIG N/A N/A N/A

-- VISUAL OBSERVATION OK
40P1501 AUTO/ON/OFF AUTO AUTO AUTO
40P1502 AUTO/ON/OFF AUTO AUTO AUTO
PI 1504 PSIG 9.5

LIT 1521 FT 6.4 6.4 6.4
50P1544 ON/OFF OFF OFF OFF

Flow Meter GPM OFF OFF OFF
PI 1544 PSIG N/A N/A N/AStormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

GAC 4 Discharge Pressure

Containment Area Sump Pump 2

GAC 3 Discharge Pressure
GAC 4 

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

Level in Effluent Tank 

Backwash Pump 1 Discharge Pressure

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Backwash Pump 2 

Product Tank Level

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Seal Water flow

GAC 5 

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM AM AM 
Operation Date: 4/1/2009 Operators Initials: 0 400

Target Flow PM

READINGS AND ROUNDS 

Description Comments

WYCKOFF GROUNDWATER TREATMENT PLANT

AM OBSERVATION
LSHL 1570 FT 7.3 5.2 3.7

50P1581 ON/OFF ON ON ON
50P1582 ON/OFF OFF OFF OFF
PI 1591 PSIG 64.5 63.8 63.3

FSL 1620 OKAY/LOW OK OK OK
-- AUTO/MANUAL/OFF AUTO AUTO AUTO

--- VISUAL OBSERVATION 60%
Polymer Concentration in Storage Tank -- mg/L 0.16 0.16 0.16

PI 1641 PSIG 1 1 0.5
-- 0 - 100% 20 20 20

Polymer Dosage Rate (automatic control only) -- PPM 1.9 1.9 1.9
ON/OFF OFF OFF OFF
0-100% N/A N/A N/A

PIT 1555 PSIG N/A N/A N/A
PI 1466 PSIG 115.1 114.7 113.3
PI 1650 PSIG 115.2 114.7 113.1

50M1651 AUTO/MANUAL/OFF OFF OFF OFF
HRS

PSIG 19757
Deg. F

50M1652 AUTO/MANUAL/OFF AUTO AUTO AUTO
HRS 17902 17903 17903

PSIG 120 117 120
Deg. F 150 134 167

Polymer Panel 

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

Air Compressor System 1

Polymer Storage Tank Level

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Instrument Air Pressure

Compressor Temperature

Plant Water Flow to Polymer System

Plant Water Pump 1
Plant Water Pump 2

Rotary Air Blower Discharge Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Compressor Temperature

Total Hours
Compressor Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date:             /          / Operators Initials:

Target Flow Mid-Day PM

(GPM) Total Q
Flow 

(GPM) Observ Observ Observ
8

15
8

10
8

4

Instrument ID Reading type AM Mid-Day PM
FIT 1009 GPM
LIT 1011 FT
50P1101 ON/OFF

Flow Meter GPM
50AFD1101 0 - 100%

PI 1111 PSIG
50P1102 ON/OFF

Flow Meter GPM
50AFD1102 0 - 100%

PI 1112 PSIG
FIT 1110 GPM

LIT 1131 FT
LIT 1211 FT

SHK 1121A ON/OFF
SHK 1121A 0 - 100%
HS 1121 B ON/OFF

SHK 1121C ON/OFF
SHK 1121C 0 - 100%

HS 1135 ON/OFF
PSIG

FIT 1137 GPM

Description Comments

AM OBSERVATION

Extraction Well EW-2
Extraction Well PW-9

Extraction Well EW-6

Extraction Well PW-6
Extraction Well PW-8

Extraction Well PW-1
Extraction Well PW-2
Extraction Well PW-4
Extraction Well PW-5

DAF Recirc. Pump Discharge Pressure

WYCKOFF GROUNDWATER TREATMENT PLANT

DAF Skimmer Speed

Description Comments

DAF Feed Pump 1 Discharge Pressure

DAF Auger

Flowrate From Extraction Wells
Level in Equalization Tank

DAF Mixer 

DAF Recirculation Flowrate 

READINGS AND ROUNDS 

DAF Skimmer 

DAF Mixer Speed

DAF Feed Pump 2 Discharge Pressure
Flowrate to DAF
Level in DAF Froth Chamber
Level in DAF Effluent Well

DAF Recirculation Pump

DAF Feed Pump 1

DAF Feed Pump 2

DAF Feed Pump 1 Speed

DAF Feed Pump 2 Speed

Seal Water flow

Seal Water flow

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date:             /          / Operators Initials:

Target Flow Mid-Day PMAM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

FI 1133 SCFM
PI 1138 PSIG

AIT 1245 NTU

50P1241 ON/OFF
Flow Meter GPM

50AFD1241 0 - 100%
PI 1292 PSIG

50P1242 ON/OFF
Flow Meter GPM

50AFD1242 0 - 100%
PI1291 PSIG

50P1251 ON/OFF
50P1251 0 - 100%
PI 1251 PSIG

50P1252 ON/OFF
50P1252 0 - 100%
PI 1252 PSIG

LIT 1381 FT

50P1251 ON/OFF
Flow Meter GPM

50P1251 0 - 100%
PI 1391 PSIG

50P1252 ON/OFF
Flow Meter GPM

50P1252 0 - 100%
PI 1392 PSIG

PI 1282 PSIG
DPI 1231 PSIG

-- PSIG

PI 1310 PSIG
50M1301 LEAD/MID/LAG/OFFLINE

PI 1311 PSIG

Seal Water flow

Seal Water flow

Seal Water flow

Filter Feed Pump 2 Speed

Froth Pump 1 

Froth Pump 2 

Filter Feed Pump 2 Discharge Pressure

Filter Feed Pump 1 Discharge Pressure
Filter Feed Pump 2

Decant Pump 2 Discharge Pressure

GAC 1 
GAC 1 Discharge Pressure

Froth Tank Level

Decant Pump 1 Discharge Pressure

Filter Feed Pump 1

Filter Feed Pump 1 Speed

Froth Pump 1 Stroke Speed

Froth Pump 2 Stroke Speed

Decant Pump 1 Speed

Decant Pump 2 Speed

Froth Pump 1 Discharge Pressure

Froth Pump 2 Discharge Pressure

Decant Pump 1 

Decant Pump 2 

Plant Air Flow to Air Saturation Tank
Air Saturation Tank Pressure

Seal Water flow

DAF Effluent Turbidity

Hydromation Filter Discharge Pressure
Hydromation Filter Differential Pressure

GAC System Inlet Pressure
Air Pressure at Hydromation Filter

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date:             /          / Operators Initials:

Target Flow Mid-Day PMAM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

50M1302 LEAD/MID/LAG/OFFLINE

PI 1312 PSIG
50M1303 LEAD/MID/LAG/OFFLINE

PI 1313 PSIG
50M1304 LEAD/MID/LAG/OFFLINE

PI 1314 PSIG
50M1305 LEAD/MID/LAG/OFFLINE

PI 1315 PSIG

FIT 1321 GPM
LIT 1331 FT

50P1351 AUTO/ON/OFF

Flow Meter GPM
PI 1351 PSIG

50P1352 AUTO/ON/OFF

Flow Meter GPM
PI 1352 PSIG

FIT 1371 GPM

-- VISUAL OBSERVATION

-- GAL

LIT 1421 FT

LIT 1441 FT
50P1461 ON/OFF

Flow Meter GPM
PI 1461 PSIG

-- VISUAL OBSERVATION

40P1501 AUTO/ON/OFF
40P1502 AUTO/ON/OFF
PI 1504 PSIG

LIT 1521 FT
50P1544 ON/OFF

Flow Meter GPM
PI 1544 PSIG

Seal Water flow

Seal Water flow

GAC 5 

Backwash Pump 2 

Product Tank Level

GAC 5 Discharge Pressure
Flowrate to Effluent Tank

Seal Water flow

Digester Tank Level

Stormwater Tank Level

Containment Area Sump 

Seal Water flow

Dirty Backwash Tank Level

Backwash Recycle Pump Pressure

Backwash Pump 2 Discharge Pressure
Backwash Flowrate

Level in Effluent Tank 

Backwash Pump 1 Discharge Pressure

Backwash Pump 1

Product Tank Stored Volume

Backwash Recycle Pump

Stormwater/Recycle Pump 

Containment Area Sump Pump 1

GAC 3 Discharge Pressure
GAC 4 

GAC 2 Discharge Pressure
GAC 2 

GAC 3 

GAC 4 Discharge Pressure

Containment Area Sump Pump 2

Stormwater/Recycle Pump Pressure

Containment Area Sump Pump Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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AM Mid-day PM 
Operation Date:             /          / Operators Initials:

Target Flow Mid-Day PMAM OBSERVATION

WYCKOFF GROUNDWATER TREATMENT PLANT

Description Comments

READINGS AND ROUNDS 

LSHL 1570 FT
50P1581 ON/OFF
50P1582 ON/OFF
PI 1591 PSIG

FSL 1620 OKAY/LOW

-- AUTO/MANUAL/OFF

--- VISUAL OBSERVATION

Polymer Concentration in Storage Tank -- mg/L
PI 1641 PSIG

-- 0 - 100%
Polymer Dosage Rate (automatic control only) -- PPM

ON/OFF
0-100%

PIT 1555 PSIG

PI 1466 PSIG
PI 1650 PSIG

50M1651 AUTO/MANUAL/OFF

HRS
PSIG

Deg. F
50M1652 AUTO/MANUAL/OFF

HRS
PSIG

Deg. F

Compressor Temperature

Total Hours
Compressor Pressure

Compressor Pressure

Air Compressor System 2
Total Hours

Rotary Air Blower Discharge Pressure

Plant Water Flow to Polymer System

Plant Water Pump 1
Plant Water Pump 2

Compressor Temperature

Air Compressor System 1

Polymer Storage Tank Level

Polymer Pump Stroke % (manual control only)

Rotary Blower
Rotary Blower Speed

Plant Air Pressure

Polymer Feed Pump Discharge Pressure

Instrument Air Pressure

Polymer Panel 

Plant Water Storage Tank Level 

Plant Water Pump Discharge Pressure

READINGS THAT MUST BE OBSERVED LOCALLY ARE  SHOWN IN GREY
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